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FITCHRONA ROAD

FITCHRONA ROAD WATER MAIN EXTENSION
FITCHBURG, WI

FITCHRONA WATER MAIN
PLAN AND PROFILE
STA 247+25 - 253+25DJH

DOS

EXISTING GRADE
AT ℄ OF WATER MAIN

TO OBTAIN LOCATIONS OF PARTICIPANT
UNDERGROUND FACILITIES BEFORE YOU

DIG IN WISCONSIN

WISCONSIN STATE STATUTE 182.0175(1974) REQUIRES MINIMUM THREE (3)
WORK DAYS NOTICE BEFORE YOU EXCAVATE

CALL DIGGERS HOTLINE
1-800-242-8511 TOLL FREE
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1" = 40' C-501
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STA 247+75
CONNECT TO EX. 12" D.I. WM IF
INSTALLED, OTHERWISE INSTALL
12" VALVE AND TEMPORARY HYD
FOR FLUSHING

HYDRANT TEE

CAUTION:  ULO REQUIRED.
BURIED TELEPHONE AND
GAS LOCATED IN THIS
AREA

ASPHALT
DRIVEWAY
(PRIVATE)

36" X 60" CMP CROSSING
IE: 959.16

ASPHALT
DRIVEWAY
(PRIVATE)

ASPHALT
DRIVEWAY
(PRIVATE)

ASPHALT
DRIVEWAY
(PRIVATE)

2706 FITCHRONA RD2700 FITCHRONA RD 2712 FITCHRONA RD 2720 FITCHRONA RD 2726 FITCHRONA RD

HYDRANT
8' D.I. WM
6" VALVE
12"X6" TEE

DIRECTIONAL DRILL WATER MAIN

SEE PAGE C-502

PROJECT NO. DATE

14-WA-103-0 04/15/15

17'

EX.
SAN
LAT

1" COPPER SERVICE EX.
SAN
LAT

EX.
SAN
LAT EX.

SAN
LAT

EX.
SAN
LAT

R/W

EX. TELECOM EASEMENT

EX. ASPHALT

1" COPPER SERVICE1" COPPER SERVICE

EX. TREE LINE

EX. CENTERLINE

1" COPPER SERVICE

12" D.I. WM TO BE
INSTALLED BY OTHERS

7.
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FITCHRONA ROAD

FITCHRONA ROAD WATER MAIN EXTENSION
FITCHBURG, WI

FITCHRONA WATER MAIN
PLAN AND PROFILE
STA 253+00 - 259+00DJH

DOS

EXISTING GRADE
AT ℄ OF WATER MAIN

TO OBTAIN LOCATIONS OF PARTICIPANT
UNDERGROUND FACILITIES BEFORE YOU

DIG IN WISCONSIN

WISCONSIN STATE STATUTE 182.0175(1974) REQUIRES MINIMUM THREE (3)
WORK DAYS NOTICE BEFORE YOU EXCAVATE

CALL DIGGERS HOTLINE
1-800-242-8511 TOLL FREE
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1" = 40' C-502

SEE PAGE C-501
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CAUTION:  ULO REQUIRED. BURIED GAS
LOCATED IN THIS AREA. CONTRACTOR
TO COORDINATE TEMPORARY
RELOCATION AND FINAL REPLACEMENT.

QUARRY RIDGE PARK
ASPHALT PARKING LOT

12" PVC SANITARY SEWER
CROSSING
I.E. 949.8

36" X 60" CMP CROSSING
IE: 959.16

ASPHALT
DRIVEWAY
(PRIVATE)

     OUTLOT 9
QUARRY VISTA

QUARRY RIDGE PARK
            CSM 457
   2740 FITCHRONA RD

QUARRY RIDGE PARK
     CSM 2513, LOT 1
  2740 FITCHRONA RD

QUARRY RIDGE PARK
     CSM 2513, LOT 2
  2740 FITCHRONA RD

QUARRY RIDGE PARK
            CSM 457
  2740 FITCHRONA RD

DIRECTIONAL DRILL WATER MAIN

HYDRANT
9' D.I. WM
6" VALVE
12"X6" TEE

SEE PAGE C-503

PROJECT NO. DATE

14-WA-103-0 04/15/15

1" COPPER SERVICE
CONNECT TO EX. SERVICE AT
APPROX. 225' FROM
12" WATER MAIN.  ABANDON
PRIVATE WELL (WELL HAS
6" CASING AND IS 190' DEEP).

17'

R/W

MMSD PUMP STATION

EX. ASPHALT

EX. CENTERLINE

7.
0'
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CAUTION:  ULO REQUIRED.
BURIED GAS LOCATED IN
THIS AREA

1 5.1.15ADDENDUM NO. 1
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FITCHRONA ROAD

FITCHRONA ROAD WATER MAIN EXTENSION
FITCHBURG, WI

FITCHRONA WATER MAIN
PLAN AND PROFILE
STA 259+00 - 265+00DJH

DOS

EXISTING GRADE
AT ℄ OF WATER MAIN

TO OBTAIN LOCATIONS OF PARTICIPANT
UNDERGROUND FACILITIES BEFORE YOU

DIG IN WISCONSIN

WISCONSIN STATE STATUTE 182.0175(1974) REQUIRES MINIMUM THREE (3)
WORK DAYS NOTICE BEFORE YOU EXCAVATE

CALL DIGGERS HOTLINE
1-800-242-8511 TOLL FREE
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1" = 40' C-503
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CAUTION:  ULO REQUIRED. BURIED
TELEPHONE LOCATED IN THIS AREA.

18" RCP STORM SEWER CROSSING
I.E. 960.7HYDRANT

9' D.I. WM
6" VALVE
12" X 6" TEE

FITCHBURG BIKE PATH CORRIDOR WI DOT R/W - VERONA RD CORRIDOR
6317 NESBITT RD

DIRECTIONAL DRILL WM

ALTERNATE: 20" HDPE CASING PIPE

HYDRANT TEE

SEE PAGE C-504SEE PAGE C-502
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PROJECT NO. DATE

14-WA-103-0 04/15/15

ASPHALT PAVEMENT REMOVAL
AND REPLACEMENT LIMITS

ASPHALT PAVEMENT REMOVAL
AND REPLACEMENT LIMITS

17'

PLANTER
R/W

ULO 36" RCP AND 20" D.I.
MMSD FM CROSSING

EX. ASPHALT

4"X8'X4' WIDE INSULATION
8' WIDE INSTALLED EAST/WEST

PROVIDE 6" MINIMUM
CLEAR DISTANCE ABOVE
36" AND 20" MMSD FM
USING 4 - 45° BENDS

1 5.1.15ADDENDUM NO. 1

OPEN CUT WMDIRECTIONAL DRILL WM

8'
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FITCHRONA ROAD

FITCHRONA ROAD WATER MAIN EXTENSION
FITCHBURG, WI

FITCHRONA WATER MAIN
PLAN AND PROFILE
STA 265+00 - 269+50DJH

DOS

EXISTING GRADE
AT ℄ OF WATER MAIN

TO OBTAIN LOCATIONS OF PARTICIPANT
UNDERGROUND FACILITIES BEFORE YOU

DIG IN WISCONSIN

WISCONSIN STATE STATUTE 182.0175(1974) REQUIRES MINIMUM THREE (3)
WORK DAYS NOTICE BEFORE YOU EXCAVATE

CALL DIGGERS HOTLINE
1-800-242-8511 TOLL FREE
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14-WA-103-0 04/15/15

1" = 40' C-504
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CAUTION:  ULO REQUIRED. BURIED
GAS LOCATED IN THIS AREA.

ASPHALT
DRIVEWAY
(PRIVATE)

36" RCP STORM SEWER CROSSING
I.E. = 970.3

EX. 36" RCP CROSSING
IE = 970.3

NESBITT ROAD

CONNECT TO EX. WM
AT EX. 12"X12" TEE

CAUTION:  OVERHEAD ELECTRIC
LINE CROSSING.

CAUTION:  OVERHEAD ELECTRIC
LINE CROSSING.

PROVIDE 18" MINIMUM
CLEAR DISTANCE BELOW
36" RCP STORM SEWER
USING 4 - 45° BENDS

ASPHALT
DRIVEWAY
(PRIVATE)

ASPHALT
DRIVEWAY
(PRIVATE)

CAUTION:  OVERHEAD ELECTRIC
LINE CROSSING.

BEGIN DIRECTIONAL
DRILLING

DIRECTIONAL DRILL WATER MAIN OPEN CUT WATER MAIN

6317 NESBITT RD

12 DI WM

SEE PAGE C-503

ASPHALT PAVEMENT REMOVAL AND REPLACEMENT LIMITS

PLANTER STAIRS

17'

R/W

EX. ASPHALT

4"X4'X8' INSULATION

HYDRANT
11' D.I. WM
6" VALVE
12" X 6" TEE

1 6.1.15REVISION  NO. 1

HYDRANT TEE


